Occupancy-based lighting control strategies have been proven to be effective in diminishing offices' energy consumption. These strategies have typically worked by controlling lighting at the room level but, recently, lighting systems have begun to be equipped with sensors on a more fine-grained level, enabling lighting control at the desk level. For some office cases, however, the savings gained using this strategy may not outweigh the costs and design efforts compared to room control. This is because, in some offices, individual occupancy patterns are similar, hence the difference in savings between desk and room control would be minimal. This study examined the influence of occupancy pattern variance within an office space on the relative energy savings of control strategies with different control zone sizes. We applied stochastic modeling to estimate the occupancy patterns, as this method can account for uncertainty. To validate our model, simulation results were compared to earlier studies and real measurements, which demonstrated that our simulations provided realistic occupancy patterns. Next, office cases varying in both job-function type distribution and office policy were investigated on energy savings potential to determine the influence of occupancy pattern variance. The relative energy savings potential of the different control strategies differed minimally for the test cases, suggesting that variations in individual occupancy patterns negligibly influence energy savings. In all cases, lighting control at the desk level showed a significantly higher energy savings potential than strategies with lower control zone granularity, suggesting that it is useful to implement occupancy-based lighting at the desk level in all office cases. This strategy should, thus, receive more attention from both researchers and lighting designers. Abstract: Occupancy-based lighting control strategies have been proven to be effective in diminishing offices' energy consumption. These strategies have typically worked by controlling lighting at the room level but, recently, lighting systems have begun to be equipped with sensors on a more fine-grained level, enabling lighting control at the desk level. For some office cases, however, the savings gained using this strategy may not outweigh the costs and design efforts compared to room control. This is because, in some offices, individual occupancy patterns are similar, hence the difference in savings between desk and room control would be minimal. This study examined the influence of occupancy pattern variance within an office space on the relative energy savings of control strategies with different control zone sizes. We applied stochastic modeling to estimate the occupancy patterns, as this method can account for uncertainty. To validate our model, simulation results were compared to earlier studies and real measurements, which demonstrated that our simulations provided realistic occupancy patterns. Next, office cases varying in both job-function type distribution and office policy were investigated on energy savings potential to determine the influence of occupancy pattern variance. The relative energy savings potential of the different control strategies differed minimally for the test cases, suggesting that variations in individual occupancy patterns negligibly influence energy savings. In all cases, lighting control at the desk level showed a significantly higher energy savings potential than strategies with lower control zone granularity, suggesting that it is useful to implement occupancy-based lighting at the desk level in all office cases. This strategy should, thus, receive more attention from both researchers and lighting designers.
Introduction
Office building energy consumption has long received attention from researchers, but it has become a necessity since the European Commission formulated the goal of diminishing its CO 2 emissions by 80% by the year 2050 [1] . This goal requires a decrease in energy consumption in all cases. Artificial lighting still comprises about 5-15% of the total energy consumption of offices [2] ; this is the case even with recent developments in lighting technologies, such as solid-state lighting [3] .
Yet, advances are being made. In addition to new lighting sources, automatic lighting control strategies are being applied to provide lighting based on the real-time needs of offices [4] . The main variables determining these needs are (1) the availability of daylight, and (2) the presence of occupants in an office space. These factors can be determined with light and occupancy sensors, respectively. Occupancy sensors have been applied for many years in offices and have been proven to produce In our investigation, simulations were performed for office cases that differed on two factors: (1) office policy, and (2) function type distribution. Both of these factors can affect occupancy pattern variations in office spaces. In our work, the energy savings of occupancy-based lighting control was calculated in three different control zone sizes-room, subgroup, and desk level-and compared to a manual control baseline case. From this, it could be determined whether occupancy pattern variations caused variances in energy savings across the three zone control sizes, and more specifically, which control zone size provided the greatest degree of energy savings for the different office cases.
This paper describes how we developed the model and then presents the results from a first validation study and those from simulations for fictive office cases that differed depending on (1) the office policy, and (2) the function type distribution.
Methodology
In Section 2.1, we first explain the modeling techniques that we used, and then we elaborate on the four different steps of the model successively. In Section 2.2, we describe the simulations that we performed to validate the model and we discuss the office cases that were tested to determine the influence of (1) function type distribution; and (2) office policy.
The Model

Modeling Techniques
In line with recent studies investigating occupancy behavior [23] , we applied a stochastic modeling approach. Building energy simulations (BESs), such as the ASHRAE 90.1-2013 occupancy profiles, have used homogenous profiles [24, 25] ; however, as these profiles do not account for the stochastic characteristic of human behavior [26, 27] , research has moved away from this method, and has taken up stochastic modeling. As the stochastic modeling technique randomizes events, it makes it possible to include a reasonable estimation of real-life variance.
In stochastic modeling, multiple iterations are performed to converge to an average, representative solution. In our examination, one iteration involved a full day of occupancy behavior at a one-minute time interval, i.e., whether the occupants were present or absent for each minute of the workday-a shorter time interval would have been impractical.
The parameters defining the office policy and function distribution of the office case at hand were included through agent-based modeling [28] , as this method was expected to increase the prediction accuracy of the occupants' behavior. For office cases where these parameters were missing, a standard set of averaged data was used as the inputs. We utilized MATLAB (The MathWorks, Inc., Natick, MA, USA) to create the white box model.
As illustrated in Figure 1 , the model consisted of four major parts, each of which will be explained in the following sections.
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In our investigation, simulations were performed for office cases that differed on two factors: (1) office policy, and (2) function type distribution. Both of these factors can affect occupancy pattern variations in office spaces. In our work, the energy savings of occupancy-based lighting control was calculated in three different control zone sizes-room, subgroup, and desk level-and compared to a manual control baseline case. From this, it could be determined whether occupancy pattern variations caused variances in energy savings across the three zone control sizes, and more specifically, which control zone size provided the greatest degree of energy savings for the different office cases.
Methodology
The Model
Modeling Techniques
As illustrated in Figure 1 , the model consisted of four major parts, each of which will be explained in the following sections. 
Model Setup
The model consisted of five categories of input parameters that had to be set for the specific office case before simulations could be performed. Table 1 provides an overview of these parameters. Four categories of parameters were created that affected the presence of employees in the office, while the fifth category determines the energy use of the lighting control strategy. In this study, the parameters of the categories "function type" and "office policy" were varied as they were of main interest; in Section 2.2.2, we explain at which values of these parameters simulations were performed. The parameters of the other three categories were constant across simulations; their values will be described in this section. 
Job-Function Type
First of all, each individual was assigned a job-function type. Eight different job-function types were pre-defined to enhance the utility of our model: Secretary, Manager, Drafter, Designer, Helpdesk employee, Team leader, Sales representative, and Consultant. The types differed by the number and length of absence events. For example, as Sales representatives often have to visit clients, they are likely to be absent more often and for longer periods in contrast to, for example, Helpdesk employees, who often sit behind their desks all day. We differed their daily average number of absence events for seven different duration categories: 1-5, 5-15, 15-30, 30-60, 60-90, 90-120, and 120-240 min (see Table 2 ). The absence events could occur at three moments during the day-morning, lunch, or afternoon-and their lengths were randomized at each iteration, within the category limits using a one-minute interval. The number of the absence events was also randomized, so that the long-term average would conform to the value set for a particular job-function type. No other parameters required randomization, as they did not vary over the course of a day. 
Special Absences
The second category, "special absences", was created because the number of holidays, for example, can also vary between employees. By including the parameter the full-time equivalent (FTE), the model could define how many hours an occupant works per week; this aspect needed to be included because it causes absences when the number of hours is less than a full work week. We set the number of holidays at 25 per year, the chance of a sick day at 0.02 and the FTE at 1. These values were chosen to represent a typical Dutch office; they were all based on government data (SCP, 2013).
Office Policy
Thirdly, the category "office policy" included parameters defining how much flexibility a company grants to his employees regarding working times, e.g., allowed start time and lunch length. Some occupants lunch at their desks, therefore, the lower limit of the lunch duration was set to 0 min.
Absence Type
When occupants within the office space had the same job-function type, they were modeled to attend group meetings together, just as occurs in a real office environment. To account for the ratio between group and individual absence events, we included the category "absence type". We set its value at 0.5 for all job-function types, as we had no prior knowledge on which to base this value.
Lighting System Settings
The fifth category comprised of the settings of the lighting system. First of all, all simulations were performed for a fictive office consisting of 16 desks, each equipped with their own occupancy sensor and LED luminaire. We used a dimming level of 0.2 and activity timer of 15 min in all simulations. This means that in the case of control zone vacancies, luminaires in the zone were dimmed to 20% of their power 15 min after a vacancy was detected, as this is the time delay setting typically used in offices. The 20% setting was chosen so that a horizontal illuminance of approximately 100 lx would be maintained in background areas for the remaining occupants, as recommended by the European lighting standard EN 12464-1 [29] . Additionally, this percentage was also chosen because office luminaires are typically designed to provide 500 lx horizontally on desk areas when fully-switched on. The norm also recommends 300 lx horizontally in the surrounding area; as this surrounding area is defined as a band of 0.1 m around the task area, this illuminance level is likely to be achieved by the fully-switched on luminaire above the desk of the present occupant.
As explained in the Introduction, the goal was to compare the lighting energy use of control strategies differing on the degree of control zoning. Hence, the control zone size was set at 1 for individual control, 2, 4, and 8 for subgroup control, and 16 for room control. This means that when an occupant was present within the control zone, all luminaires in the zone were switched on, but they were only switched off when all occupants had left the control zone. With subgroup control, occupants with the same job-function type (see Table 2 ) were placed in the same zone, as this would provide the most energy-efficient lighting use.
As the aim of this study was to provide a first estimation of the lighting energy use of a particular office workspace, advanced lighting needs that come into play when considering the whole building were not taken into account. For example, the need for aisles to remain lit until the last person leaves the office was not taken into account in the energy calculations. In addition, the control algorithm did not take into account of daylight availability because this would highly complicate the calculations while we were interested in the relative energy saving potential of occupancy-based lighting control strategies.
Occupancy Generation
After the input parameters were set, the occupancy behavior could be generated. First, the model determined whether a special absence event had occurred (as mentioned in Table 1 ), as this would mean that an occupant was absent the whole day. If not, the daily occupancy behavior of the individuals was generated in four steps: (1) start and end time; (2) lunch-break absence; (3) individual absence events; and (4) group absence events (see Figure 2) . The group absence events were not created individually, but for each function type and were included in the occupancy patterns of each occupant assigned to that function type. The model also generated standard deviations and anticipated minimum and maximum values for each iteration, allowing for an analysis of the spread and the robustness of a specific scenario.
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After the input parameters were set, the occupancy behavior could be generated. First, the model determined whether a special absence event had occurred (as mentioned in Table 1 ), as this would mean that an occupant was absent the whole day. If not, the daily occupancy behavior of the individuals was generated in four steps: (1) start and end time; (2) lunch-break absence; (3) individual absence events; and (4) group absence events (see Figure 2) . The group absence events were not created individually, but for each function type and were included in the occupancy patterns of each occupant assigned to that function type. The model also generated standard deviations and anticipated minimum and maximum values for each iteration, allowing for an analysis of the spread and the robustness of a specific scenario. 
Data Aggregation
The resulting individual occupancy patterns and their statistics were aggregated in a matrix with each iteration. Consequently, the daily lighting energy use was calculated for the three occupancybased lighting control strategies using the following formula:
During the time that any of the occupants within the zone was present, lighting was switched on fully, thus multiplied by 1; during total absences, it was dimmed to 0.2, as explained in Section 2.1.2. The total number of minutes that the workday compromised was calculated from the moment that the first occupant arrived in the office until the time that the latest occupant left the office; it varied per iteration due to the variable start time of the last occupant. The maximum lighting energy use of 1 occurred when the first occupant arrived at the earliest time possible and the last occupant left at the latest time possible. We then took the average of lighting energy usages over the 1000 iterations; hence, the value of the lighting energy use was always lower than 1.
In addition, we calculated their energy saving potential compared to central manual control to determine the relevance of implementing the different types of occupancy-based lighting control for the office test cases. With central manual control, all luminaires are switched on by the first occupant arriving in the morning and switched off by the last person leaving. In our model, it was assumed that occupants always performed these actions, regardless of, for example, the availability of daylight. Between the start-of-the-day and end-of-the-day times, it was assumed that all lighting remained switched on. We felt that this provided a more realistic comparison baseline than, for example, scheduled switching.
The occupancy pattern variation, our second variable of interest in addition to energy use, was presented by the variable "relative spread"-or variance-between the individual occupancy patterns in the office space (range = 0-1). By "individual occupancy patterns," we are referring to the occupancy states (thus, present or absent) of an individual over a day. We performed several calculations to determine the relative spread. 
The resulting individual occupancy patterns and their statistics were aggregated in a matrix with each iteration. Consequently, the daily lighting energy use was calculated for the three occupancy-based lighting control strategies using the following formula: During the time that any of the occupants within the zone was present, lighting was switched on fully, thus multiplied by 1; during total absences, it was dimmed to 0.2, as explained in Section 2.1.2. The total number of minutes that the workday compromised was calculated from the moment that the first occupant arrived in the office until the time that the latest occupant left the office; it varied per iteration due to the variable start time of the last occupant. The maximum lighting energy use of 1 occurred when the first occupant arrived at the earliest time possible and the last occupant left at the latest time possible. We then took the average of lighting energy usages over the 1000 iterations; hence, the value of the lighting energy use was always lower than 1.
The occupancy pattern variation, our second variable of interest in addition to energy use, was presented by the variable "relative spread"-or variance-between the individual occupancy patterns in the office space (range = 0-1). By "individual occupancy patterns," we are referring to the occupancy states (thus, present or absent) of an individual over a day. We performed several calculations to determine the relative spread. First, we calculated the real-time room occupancy (Occ RT ) and the mean room occupancy over the course of a day (Occ Mean ). The room occupancy comprised the occupancy rate of the room (range = 0-1). For example, when five of the 12 occupants were present, the room occupancy would have been 0.417. The difference between Occ RT and Occ Mean was defined as the real-time spread (Spread RT ) between the individual occupancy patterns. The spread between the individual occupancy patterns was maximal when Occ RT was equal to Occ Mean , as this would mean that the variance in individual occupancy states (present or absent) was as large as possible while still resulting in the same average occupancy that was simulated, thus when 50% of the room was occupied. In a space that has an average room occupancy of 80%, periods of 50% real-time occupancy must be compensated for with periods of real-time occupancy >80%, as the room would be almost entirely occupied at this occupancy rate, resulting in periods of low spread. The absolute spread only provides information on the deviation of the spread from 50% occupancy, and this makes the spread highly dependent of the average occupancy. Therefore, we chose to calculate the relative spread-the deviation from the average occupancy-instead of the absolute spread. The spread was minimal (Spread Min ) when the real-time occupancy deviated maximally from the mean occupancy. This would mean that all occupants always arrived and left at the same time.
In the example of an average room occupancy of 80%, the occupancy of the room would be 100% for 80% of the time and 0% for 20% of the time to achieve the minimal spread. A representation of this value for the minimum spread is found by the following equation:
The real-time spread (Spread RT ) is calculated as follows:
Finally, the average daily value for the spread relative to the minimal spread provides the relative spread (0-1) between the individual occupancy patterns for the whole iteration:
Data Presentation
During this last step, graphs were generated showing the simulated minimum and maximum values of the real-time room occupancy for a single day, the average room occupancy pattern, and its standard deviation. These were used as a basis for the graphs required to answer our research questions, which will be explained in Section 2.2.2. In Section 2.2.1, we first explain which calculations were made and which graphs were plotted to validate our model.
Simulations
Validating the Model
Occupancy Patterns
To validate the occupancy patterns generated by the model, two simulations were ran. To test the general validity of the model (1), we calculated the average room occupancy for a typical Dutch office setup of 16 occupants with varying job-function types (the mixed distribution from Table 2 ) and a loose policy (see Table 3 ). These results were compared to values found in the literature, specifically, those by ASHRAE 90. 1-2004 [25] and in the studies of Bouffaron [16] and Duarte et al. [15] . To test the validity of the job-function type (2), simulations were performed for an office case with actual occupancy data on four job-function types: Secretary, Designer, Team Leader, and Manager [30] ; this data was collected in a Dutch office environment through an observation study. To be able to compare the simulation results to this data, the model was set according to the measured and documented results regarding (a)
function distribution; (b) daily start time; and (c) the number of working hours. Full-day absences were excluded because the measurement period was too short to confidently express annual values for these occurrences.
Relationship between Occupancy Spread, Lighting Energy Use, and Average Occupancy
To validate the relationship between the occupancy spread and the lighting energy use, we plotted it; we expected it to be shaped as depicted in Figure 3 . We reasoned that the trend lines of the individual, subgroup, and room control would meet where the occupancy spread was zero. In addition, the lighting energy use of individual control should be independent of the spread in occupancy patterns, as this strategy tailors the lighting precisely to individual occupancy patterns. Therefore, we expected its trend line to be horizontal. For both subgroup and room control, energy use should increase when the occupancy spread increases.
Additionally, for each of the points in these relationships, we calculated the average occupancy values to test our calculation method for the relative spread from Section 2.1.4: the average room occupancy should be high with a low spread and low with a high spread. of working hours. Full-day absences were excluded because the measurement period was too short to confidently express annual values for these occurrences.
Additionally, for each of the points in these relationships, we calculated the average occupancy values to test our calculation method for the relative spread from Section 2.1.4: the average room occupancy should be high with a low spread and low with a high spread. 
Convergence Analysis
Lastly, in stochastic modeling, it is necessary to run a large number of simulations to converge toward a reliable average outcome, as each iteration can provide different results. Therefore, a convergence analysis was performed, meaning that we determined how many iterations were required to have an average relative change in of roughly 10 −4 ; this is the value recommended by the literature for a converged solution in stochastic modeling [31] .
Assessing the Influence of Occupancy Pattern Variance
As explained above, all simulations were performed for a fictive office consisting of 16 desks, each equipped with their own occupancy sensor and LED luminaire.
Office Policies
Two different office policies were tested. With a strict policy (1), office workers had less flexibility regarding both their start and lunch-break times, compared to a loose office policy (2) . This meant that with a strict policy, individual occupancy patterns might varied less than with a loose policy. Table 4 shows the input parameters used for the two policies; though they varied in work start times and lunch start times, all other parameters were set similarly. Their values were chosen to represent a typical Dutch office; they were all based on government data (SCP, 2013). 
Convergence Analysis
Assessing the Influence of Occupancy Pattern Variance
Office Policies
Function Type Distributions
To determine the influence of function type distribution, five different mixtures of 16 employees having eight different function types were investigated. The differences between the occupancy patterns of the function types can be found in Table 2 in Section 2.1.2. The mixtures-or function type distributions-ranged across the extremes: from highly mixed, consisting of eight different function types (see the column 'Mixed' in Table 3) , to completely uniform, with all 16 occupants holding the same job-function type (see the column 'Uniform' in Table 3 ). The three cases within these extremes decreased in the number of different job-function types, which can be seen in the last row of Table 3 . The five function type distributions found in Table 4 were tested for the two different office policies, resulting in a total of 10 test cases. For each of these cases, the lighting energy use was calculated for individual, subgroup, and room control, as explained in Section 2.1.4. The results were plotted to be able to determine the influence of occupancy pattern variation on the energy use (Section 3.2) and to determine the relevant control zone size for the different office cases (Section 3.3). Figure 4 shows the occupancy diversity factor for the simulated typical Dutch office case, the ASHRAE 90.1-2013 profile [25] , and the profiles found in [15, 16] . By "occupancy diversity factor," we mean real-time occupancy in relation to the maximum number of possible occupancies in the space (range = 0-1). The average occupancy profile of our simulation fell within the bounds of the measured values in the literature. Its shape most closely resembled the ASHRAE profile.
Results
Validating the Model
Occupancy Patterns
For the real office case where the observations were performed, Figure 5 shows the average occupancy from these observations and from the simulations. These are provided for four job-function types and for the total office space. The results showed that our model slightly overestimated the presence of the Designers, but slightly underestimated the presence of the Team leaders, Secretaries, and Managers. However, the simulated average for the entire office space only deviated 1.6% from the measured average. 
Relationship between Occupancy Spread, Lighting Energy Use, and Average Occupancy
For the three different control strategies, Figure 6 shows the relationships between the occupancy spread and lighting energy use. The trend line of the individual control is horizontal, meaning that the lighting energy use was independent of the relative occupancy spread with this type of control, as expected. The energy use was most sensitive to the occupancy spread with the room control; its trend line was the steepest. Thus, all the relationships met our expectations (see Figure 3) . The trend lines nearly meet where the spread would be minimal, or, in other words, when all occupants always leave and enter the room together. They approximately intersect at the vertical axis; close enough to conclude that our model met this expectation, as well. 
For the three different control strategies, Figure 6 shows the relationships between the occupancy spread and lighting energy use. The trend line of the individual control is horizontal, meaning that the lighting energy use was independent of the relative occupancy spread with this type of control, as expected. The energy use was most sensitive to the occupancy spread with the room control; its trend line was the steepest. Thus, all the relationships met our expectations (see Figure 3) . The trend lines nearly meet where the spread would be minimal, or, in other words, when all occupants always leave and enter the room together. They approximately intersect at the vertical axis; close enough to conclude that our model met this expectation, as well. Figure 7 shows the average occupancy rates of all points from Figure 6 . For all three control strategies, the values should gradually shift from red-indicating high average occupancy-to blueindicating low average occupancy. This confirms that our calculation method of the relative spread relates correctly to the average room occupancy. With individual control, this graduation can be clearly distinguished, however, with the other two control strategies, we find that the points cluster more. This means that the relative lighting energy use was less dependent on the average room occupancy for room and subgroup control than for individual control. Figure 8 shows the relative change of the average occupancy per iteration and the moving average of the last ten iterations. After almost 1000 iterations, the relative change per iteration was only 10 −4 . Figure 7 shows the average occupancy rates of all points from Figure 6 . For all three control strategies, the values should gradually shift from red-indicating high average occupancy-to blue-indicating low average occupancy. This confirms that our calculation method of the relative spread relates correctly to the average room occupancy. With individual control, this graduation can be clearly distinguished, however, with the other two control strategies, we find that the points cluster more. This means that the relative lighting energy use was less dependent on the average room occupancy for room and subgroup control than for individual control. Figure 7 shows the average occupancy rates of all points from Figure 6 . For all three control strategies, the values should gradually shift from red-indicating high average occupancy-to blueindicating low average occupancy. This confirms that our calculation method of the relative spread relates correctly to the average room occupancy. With individual control, this graduation can be clearly distinguished, however, with the other two control strategies, we find that the points cluster more. This means that the relative lighting energy use was less dependent on the average room occupancy for room and subgroup control than for individual control. Figure 8 shows the relative change of the average occupancy per iteration and the moving average of the last ten iterations. After almost 1000 iterations, the relative change per iteration was only 10 −4 . Figure 8 shows the relative change of the average occupancy per iteration and the moving average of the last ten iterations. After almost 1000 iterations, the relative change per iteration was only 10 −4 . 
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Figures 9 and 10 show the average daily lighting energy use of the three control strategies for the five function type distributions for the strict and loose office policy, respectively. The energy usages differ minimally between the function type distributions for all three strategies. Between the office policies, the differences are larger; with individual control, the average energy use over the five function type distributions is 0.60 with a strict office policy and 0.67 with a loose office policy. For both subgroup and room control, the differences between the policies were, on average, 0.05. 
Figures 9 and 10 show the average daily lighting energy use of the three control strategies for the five function type distributions for the strict and loose office policy, respectively. The energy usages differ minimally between the function type distributions for all three strategies. Between the office policies, the differences are larger; with individual control, the average energy use over the five function type distributions is 0.60 with a strict office policy and 0.67 with a loose office policy. For both subgroup and room control, the differences between the policies were, on average, 0.05. To gain a better understanding of the influence of occupancy variation, the energy use of the three control strategies were plotted over the day for three example office cases: Mixed and Strict, Mixed and Loose, and Uniform and Loose, as shown in Figure 11 . These cases enabled us to compare the two office policies and the two most extreme function type distributions. The figure also provides the average room occupancy. Overall, one can see that all three strategies saved the most energy at the start and end of the day, as well as during the lunch-break period when compared to the reference case. In line with the results shown in Figures 9 and 10 , significantly less energy was used with individual control in all three office cases compared to the other strategies. When comparing the two office policies across the Mixed cases, we see that, with the loose policy, individual lighting control saved more energy during lunch over a longer period of time than with the strict policy. This can be explained by the larger flexibility in start times and lunch duration with the loose office policy. It also causes the finding that only with the strict policy, subgroup control used less energy during lunch break than room control and the reference case. When comparing the Mixed and Uniform job-function type distributions, the Uniform case had lower energy use with the room control and the subgroup control compared to the reference case, while they were similar with the Mixed case. In the figure, one can also see that room control used more energy than the reference case at the end of the day with all three office cases. To gain a better understanding of the influence of occupancy variation, the energy use of the three control strategies were plotted over the day for three example office cases: Mixed and Strict, Mixed and Loose, and Uniform and Loose, as shown in Figure 11 . These cases enabled us to compare the two office policies and the two most extreme function type distributions. The figure also provides the average room occupancy. Overall, one can see that all three strategies saved the most energy at the start and end of the day, as well as during the lunch-break period when compared to the reference case. In line with the results shown in Figures 9 and 10 , significantly less energy was used with individual control in all three office cases compared to the other strategies. When comparing the two office policies across the Mixed cases, we see that, with the loose policy, individual lighting control saved more energy during lunch over a longer period of time than with the strict policy. This can be explained by the larger flexibility in start times and lunch duration with the loose office policy. It also causes the finding that only with the strict policy, subgroup control used less energy during lunch break than room control and the reference case. When comparing the Mixed and Uniform jobfunction type distributions, the Uniform case had lower energy use with the room control and the subgroup control compared to the reference case, while they were similar with the Mixed case. In the figure, one can also see that room control used more energy than the reference case at the end of the day with all three office cases. 
Determining the Relevant Control Zone Size for the Office Cases
Figures 12 and 13 show the energy saving potential of the three control strategies for the five function type distributions with a strict and loose office policy, respectively. They show that for all office cases, the energy savings potential of individual control is much higher than with either the subgroup control or the room control strategies: on average 30% with a strict policy and 25% with a loose policy. With room control, we found a negative relative energy savings potential with all function type distributions, except for the uniform case. 
Discussion
Validating the Model
For this study, we developed a model to assess the energy savings potential of different control strategies for a specific office case. Most importantly, the model had to account for the stochastic nature that occurs in real life regarding users' occupancy patterns. Overall, the different validation tests showed that the model provided realistic occupancy profiles. The average occupancy profile was a similar shape as the profiles of earlier studies, and also had similar values (Figure 4) . The simulated average occupancy rates of the function types differed slightly from the measured average occupancy rates, but the overall occupancy of the space deviated only slightly-a 1.6% differencethus demonstrating that our tool was accurate ( Figure 5 ). In addition, the trend lines of the three control strategies for the relationship between lighting energy use and occupancy spread also met our expectations ( Figure 6 ).
Yet, these results also suggest that more data are needed on occupancy patterns of different jobfunction types to make more accurate estimations. Thus, we believe more measurements should be performed-preferably in different office spaces and in different countries, to enable the use of our model internationally. More extensive data collection would also enable further fine-tuning of the model. For example, in the current model, the chance that occupants with the same job-function type were simultaneously absent due to group meetings was included, but this, of course, might also occur with occupants of different job-function types. 
Discussion
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Discussion
Validating the Model
For this study, we developed a model to assess the energy savings potential of different control strategies for a specific office case. Most importantly, the model had to account for the stochastic nature that occurs in real life regarding users' occupancy patterns. Overall, the different validation tests showed that the model provided realistic occupancy profiles. The average occupancy profile was a similar shape as the profiles of earlier studies, and also had similar values (Figure 4) . The simulated average occupancy rates of the function types differed slightly from the measured average occupancy rates, but the overall occupancy of the space deviated only slightly-a 1.6% difference-thus demonstrating that our tool was accurate ( Figure 5 ). In addition, the trend lines of the three control strategies for the relationship between lighting energy use and occupancy spread also met our expectations ( Figure 6 ).
Yet, these results also suggest that more data are needed on occupancy patterns of different job-function types to make more accurate estimations. Thus, we believe more measurements should be performed-preferably in different office spaces and in different countries, to enable the use of our model internationally. More extensive data collection would also enable further fine-tuning of the model. For example, in the current model, the chance that occupants with the same job-function type were simultaneously absent due to group meetings was included, but this, of course, might also occur with occupants of different job-function types.
Assessing the Influence of Occupancy Pattern Variance
The energy savings differed only minimally between the different function type distributions (Figures 9 and 10) , especially with individual control. These results suggest that the job-function type distribution has almost no effect on the energy use of the different lighting control strategies. When comparing the two office policies, individual control used 7% more energy with a loose policy than with a strict policy. This can be explained by the fact that, with a loose office policy, occupants can start their day at more varying times; hence, the lighting is used a larger part of the day. In addition, when plotting the energy use over the day (Figure 11 ) some subtle differences came apparent during lunch break between the two office policies: subgroup control was more relevant with a strict than loose office policy. Nevertheless, as the differences were limited, our findings imply that office policy does not significantly affect the energy savings potential of the varying lighting control strategies. It suggests that the energy savings of individual lighting control found in [6, 13] are likely to deviate by 7% or less when implemented in office cases with different individual occupancy patterns.
The daily profiles from Figure 11 also revealed that the highest relative energy savings potential of all three occupancy-based lighting control strategies occurs at the start and end of the day and during lunchtime. This can be explained by the average occupancy number-having the lowest value at these times. Moreover, we found that at the end of the day, lighting control at the room level used more energy than the reference case. This is in line with the negative relative energy savings potential found in Figures 12 and 13 , which can be explained by the time delay setting that causes the lighting to remain switched on for a while after all occupants have left the office; this does not occur with manual control.
Determining the Relevant Control Zone Size for the Office Cases
Individual control had a significantly higher energy saving potential for all office cases than the control strategies with a larger control zone when comparing their energy use to central manual control. We found the largest difference between room and individual control for the office case with the function type distribution "subgroup 8" and a strict office policy (−2% vs. 31% in Figure 13 ), but also the smallest difference was still 23% (for the uniform office case with a strict office policy, see Figure 13 ). In addition, in the worst case, individual control saved 16% more energy than subgroup control, namely with the function type distributions subgroup 4 and 8 with a loose policy. Thus, individual lighting control seems always relevant to apply in offices, independent of occupancy pattern variation. In the case of an energy savings of 16%, the installation costs might not be earned back within a five-year-period-the payback limit for commercial applications-nonetheless, its implementation would still be beneficial to the environment.
These saving amounts fall within the range of 20-60%, as identified by earlier studies for occupancy-based lighting control strategies. However, for individual lighting control, we found a relative energy savings potential of 25-30% while [6, 13] found a potential of 40%. However, in these other studies, the lighting was switched off during an occupant's absence, while in our case, we only dimmed the lighting.
Limitations
It is important to note that our model did not consider behavior where occupants might switch on the lighting for more than one control group; for example, they might trigger sensors while crossing the room to reach their desks. In addition, our model did not take into account the fact that users might forget to manually switch off the lighting in the reference scenario. However, this would result in even greater energy savings potential for automatic, occupancy-based control strategies. On the other hand, the model did assume perfect sensor accuracy, whereas, in reality, false positives or false negatives can occur. Furthermore, most parameters in our simulations, like the chance for overtime and the number of sick days, were set to the same values for all occupants, while individual differences are likely to exist in reality. However, this would argue even more in favor of individual lighting control.
Future Research Directions
This investigation focused on the influence of occupancy patterns on the energy savings potential of occupancy-based lighting control of different control zone sizes. Future research could address the effect of lighting system settings, such as dimming levels, on energy savings potential, especially because these settings seem to have a larger effect than occupancy patterns. Another important next step would be the inclusion of daylight-linked control, as this would provide more realistic energy savings numbers than can be achieved with occupancy-based lighting control. This strategy would limit the amount of time that lighting can be dimmed based on occupancy [9] . In addition, more advanced lighting needs could be incorporated. The simulation tool provides an easy and accessible method to do so, as no extensive measurements are required, and the calculations can be performed quickly over an extended period of time.
Overall, our results suggest that individual lighting control saves energy in all office cases. That said, the energy savings potential was most apparent with the loose office policy. As greater flexibility regarding work times and locations is becoming a much more common practice, researchers need to investigate this strategy further. In particular, further research is required to determine whether such practices provide comfortable work environments for office workers. As we discussed at the outset, in open-plan, European office spaces, local lighting control might not be comfortable. Additionally, while this study used the dimming levels recommended by international standards, users might have individual preferences that differ from the international standards. However, our model is able to calculate how much energy is saved when these individual preferences are met. Furthermore, the model can be used to assess other aspects of buildings' energy use that are influenced by occupancy patterns, such as, for example, demand for controlled ventilation.
Conclusions
In this study, we investigated whether occupancy pattern variance within an office space influenced the energy savings potential of occupancy-based lighting control under different control zone sizes. Here, we developed a stochastic model and then undertook several validation efforts. Our work indicates that our model satisfactorily approaches real-life occupancy patterns. However, as this was just the first effort made regarding such a model, many improvements are possible, as are various extensions of the model.
Simulations were performed using the model for fictive office cases that varied in job-function type distribution and office policy to determine the possible influence of occupancy pattern variance. Our results showed that the energy savings potential at the different control zone sizes varied very minimally between the different mixtures, suggesting that the influence of occupancy pattern variance is negligible. For all office cases, individual lighting control resulted in significant relative energy savings potential of 25-30% over manual control. Especially at the start and end of the day and during lunch breaks, more energy was saved using individual lighting control compared to either subgroup or room control. These results are promising, but more research needs to done to continue investigating individual lighting control, especially with a focus on the users' comfort.
